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What’s Driving Change? What’s Driving Change? 



New Jersey 

DEP is responsible to make an “annual enumeration” of water loss by water 

systems serving greater than 500 persons that have “unaccounted for water” 

greater than 15%, triggering potential compliance action against such utilities. 

Actions might include directing revised Plans to act on reducing losses, 

more frequent Plan submission, and/or set a time frame for reduction of 

losses to occur. 

Kentucky 

The agency with jurisdiction over water loss reporting is the Kentucky Public 

Service Commission (PSC). The PSC has set forth laws and regulations for 

investor owned water utilities and to fulfill these laws and for the purposes of 

rate setting, utilities must determine their UFW percentage, and it must not 

exceed 15% of total water produced and purchased (807 KAR 5:066 Water – 

Section 6 Water Supply Measurement). 

Source: Cutting our Losses - NRDC 

Challenging Reporting 





How are we Tracking: 
 

Un-Accounted For Water, I mean… 
% Water Loss, I mean… 

Leakage, I mean… 
Non Revenue Water…? 

 

Geez…what are we tracking…? 



Oh 
Crap! 

• Leakage 
Management: 
• Active Leak Detection 
• Pressure Optimization 
• Repair Time Reduction 
• Network Renewal 

 

• Revenue Protection: 
• Theft Mitigation 
• Meter Optimization & 

Renewal 
• Billing Data System 

Integrity 
• Revenue Recovery 

Intervention 
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Right Tool, Wrong Problem? 



Starting to Question Reporting 



Teaching by Doing 



Cost of Intervention 

Water Loss (Volume) 

C
O

ST
 (

$
M

) 

Cost of Water & 
Revenue Loss 

Total Cost 

Reactive Intervention is Over-Spending 
Example: fixing only leaks that surface, 
replacing meters only when they stop 

Economic Optimum Loss 
& Intervention  
Economic target from 
benefit-cost design (M36) 

Aggressive Intervention is 
Over-Spending 
Example: replacement of pipes 
and meters before their 
optimal useful life 

New Supply  

New  
$M 

The GAP 

AWWA M36  
Economic Optimum  

The target of the Water 

Loss Program 

M36: State of the Art 



• Annual M36 
water audit 

• Apparent & 
Real Loss 
volumes 

• Level 1 
validation 

 
 

Annual 
Water 

Balance 
• Validation  

• Level 2 Analytics 
• Level 3 Field Study 

• Analyze 
sources of 
Apparent Loss 
 

• Analyze 3 types 
of Real Loss 
 
 

Loss Profiling 

• Costs of losses 
• by subcomponent 
• in aggregate 

• Costs of 
intervention 
strategies 

• Program 
design 

• System-
specific 
 

Cost-Benefit 
& Targets 

• Leakage 
Management: 
• Active Leak Detection 
• Pressure Optimization 
• Repair Time Reduction 
• Network Renewal 

 

• Revenue Protection: 
• Theft Mitigation 
• Meter Optimization & 

Renewal 
• Billing Data System 

Integrity 
• Revenue Recovery 

Intervention 

Validity 

Value 

Volume 

The Big Picture:  Economic Intervention 

economic 

analysis 

technical  

analysis 

baseline 

cost-effectiveness 

The Big Picture:  
Economic Intervention  



Washington 
Pilot, 10 Systems, 9 Months 

 

Wisconsin 
Pilot, 6 Systems, 6 Months 

 

North Carolina + South Carolina 
Regional Basin, 19 Systems, Multi-year 

 Georgia 
Full Scale, 230 Systems, 5 Years  

 

California 
Full Scale, 460 Systems, 2 Years  

 

Colorado 
Full Scale, 165 Systems, 2 Years 

 
Utah 
2 Pilots, 12 Systems, 6 Months 

 

Arizona 
Pilot, 6 Systems, 6 Months 

 
New Mexico 
Full Scale, 134 Systems, 12 Months 

 

Hawaii 
Full Scale, 100 Systems, 4 Years 

 

Water Loss Control Programs - United States 

AWWA M36  
U.S. State Programs 

Massachusetts 
60 Systems, 2 Years 

 

Florida 
Pilot, 10 Systems, 12 Months  

 



Extra Slides 
For questions during panel 



SYSTEM INPUT 
VOLUME 

AUTHORIZED 
CONSUMPTION 

BILLED AUTHORIZED 
CONSUMPTION 

BILLED 
METERED 

CONSUMPTION 
REVENUE WATER 

BILLED 
UNMETERED 

CONSUMPTION 

UNBILLED 
AUTHORIZED 

CONSUMPTION 

UNBILLED 
METERED 

CONSUMPTION 

NONREVENUE 
WATER 

UNBILLED 
UNMETERED 

CONSUMPTION 

WATER LOSSES 
APPARENT LOSSES 

CUSTOMER METER 
INACCURACIES 

UNAUTHORIZED 
CONSUMPTION 

DATA HANDLING 
ERRORS 

REAL LOSSES 

$ $ $ 

 Own Sources: This is the volume of water input to a system from the water supplier’s own 
sources. 

 Own Sources: This is the volume of water input to a system from the water supplier’s own 
sources. 

$ $ $ 

 Own Sources: This is the volume of water input to a system from the water supplier’s own 
sources. 

The Big Picture:  Economic Intervention AWWA M36 Water Balance 



Water Audit Report for:

Reporting Year:

All volumes to be entered as: MILLION GALLONS (US) PER YEAR

Master Meter and Supply Error Adjustments

WATER SUPPLIED Pcnt: Value:

Volume from own sources: 5 3,481.590 MG/Yr 4 MG/Yr

Water imported: 10 779.762 MG/Yr 10 -0.50% MG/Yr

Water exported: n/a 0.000 MG/Yr MG/Yr

Enter negative % or value for under-registration

WATER SUPPLIED: 4,402.160 MG/Yr Enter positive % or value for over-registration
.

AUTHORIZED CONSUMPTION

Billed metered: 7 3,258.200 MG/Yr

Billed unmetered: n/a 0.000 MG/Yr

Unbilled metered: 3 15.420 MG/Yr Pcnt: Value:

Unbilled unmetered: 8 183.820 MG/Yr 1.25% MG/Yr24061

AUTHORIZED CONSUMPTION: 3,457.440 MG/Yr

WATER LOSSES (Water Supplied - Authorized Consumption) 944.720 MG/Yr

Apparent Losses Pcnt: Value:

Unauthorized consumption: 11.005 MG/Yr 0.25% MG/Yr

Customer metering inaccuracies: 8 164.300 MG/Yr MG/Yr

Systematic data handling errors: 6 32.920 MG/Yr 0.25% MG/Yr

Apparent Losses: 208.225 MG/Yr

Real Losses (Current Annual Real Losses or CARL)

Real Losses = Water Losses - Apparent Losses: 736.495 MG/Yr

WATER LOSSES: 944.720 MG/Yr

NON-REVENUE WATER

NON-REVENUE WATER: 1,143.960 MG/Yr

= Water Losses + Unbilled Metered + Unbilled Unmetered

SYSTEM DATA

Length of mains: 4 256.3 miles

Number of active AND inactive service connections: 4 12,196

Service connection density: 48 conn./mile main

No

Average length of customer service line: 5 18.0 ft

Average operating pressure: 3 65.0 psi

COST DATA

Total annual cost of operating water system: 9 $9,600,000 $/Year

Customer retail unit cost (applied to Apparent Losses): 10 $3.95

Variable production cost (applied to Real Losses): 9 $190.00 $/Million gallons

 WATER AUDIT DATA VALIDITY SCORE:

Are customer meters typically located at the curbstop or property line? 

$/1000 gallons (US)

*** YOUR SCORE IS: 66 out of 100 ***

A weighted scale for the components of consumption and water loss is included in the calculation of the Water Audit Data Validity Score

32.920

              <----------- Enter grading in column 'E' and 'J' ---------->

-136.890

183.820

               Unbilled Unmetered volume entered is greater than the recommended default value

                Default option selected for unauthorized consumption - a grading of 5 is applied but not displayed                

164.300

 AWWA Free Water Audit Software:

 Reporting Worksheet

County Water Company

2013 1/2013 - 12/2013

?

?

?

?

?

? Click to access definition

?

?

?

?

?

?

Please enter data in the white cells below. Where available, metered values should be used; if metered values are unavailable please estimate a value. Indicate your confidence in the accuracy of the 
input data by grading each component (n/a or 1-10) using the drop-down list to the left of the input cell. Hover the mouse over the cell to obtain a description of the grades

?

?

?

?

?

?

(length of service line, beyond the property 
boundary, that is the responsibility of the utility)

Use buttons to select
percentage of water 

supplied
OR

value

?Click here: 

for help using option 
buttons below

?

?

?

?

+

+ Click to add a comment

WAS v5.0

+

+

+

+

+

+

American Water Works Association.

Copyright © 2014, All Rights Reserved.

?

?

?

+

+

+

+

+

+

+

+

+

+

+

+

+

?

To select the correct data grading for each input, determine the highest grade where 
the utility meets or exceeds all criteria for that grade and all grades below it.

Use Customer Retail Unit Cost to value real losses

Accuracy in the Water Balance 



8” Propeller 

Meter 

Check Valve 

Well Pump 

Accuracy results from MFR 
test bench: 99.5% 
 

Accuracy results from in-
situ test:  142.2% 

Courtesy MESCO 

Accuracy in the Water Balance 



(Source: AWWA M36 Publication, 4th Ed.) 

8/15/2012,

hrs

High Service 

Pumping Rate, mgd

actual flow

High Service 

Pumping Rate, mgd

raw recorded data

High Service 

Pumping Rate, mgd

adjusted data

0:00 8.69 8.69 8.69

1:00 8.65 8.65 8.65

2:00 8.32 8.32 8.32

3:00 8.11 8.11 8.11

4:00 7.94 0 8

5:00 8.02 0 8

6:00 8.44 0 8

7:00 8.98 0 9

8:00 9.34 0 9.3

9:00 9.25 0 9.3

10:00 9.17 0 9.3

11:00 9.12 9.12 9.12

12:00 9.27 9.27 9.27

13:00 9.22 9.22 9.22

14:00 9.08 9.08 9.08

15:00 8.99 8.99 8.99

16:00 9.14 9.14 9.14

17:00 9.18 9.18 9.18

18:00 9.25 9.25 9.25

19:00 9.22 9.22 9.22

20:00 8.82 8.82 8.82

21:00 8.78 8.78 8.78

22:00 8.75 8.75 8.75

23:00 8.71 8.71 8.71

0:00 8.68 8.68 8.68

Total 212.43 151.29 212.19

Average 8.85 6.30 8.84

Difference 2.55 0.01

Example of Water Pumping Data Gaps and Adjustments

Accuracy in the Water Balance 



Location IDJan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec

26478 413 369 430 387 27437 1375 536 513 441 381 455

Location ID 1 2 3 4 5 6 7 8 9 10 11 12 Grand Total

36534 1 44 309 354

110936 430 17 0 0 0 0 0 1 1 1 450

31014 4 4 3 6 1 0 9 7 7 8 2 409 460

139728 345 0 0 0 0 1 6 22 12 0 0 386

43636 0 0 1 0 1 1 0 0 0 0 0 282 285

1464 7 244 3 0 2 5 3 4 4 5 277

124422 2 262 2 1 2 17 22 16 10 11 2 3 350

43992 6 7 3 5 0 2 0 0 0 0 0 255 278

16600 0 149 15 0 164

115394 11 0 5 3 6 10 58 100 183 120 52 548

130224 7 4 1 0 0 28 1 0 42 211 0 3 297

2906 19 25 12 7 6 8 6 13 10 8 8 214 336

Location IDJan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec

130558 4 5 4 10 419 13 31 34 25 5 14 7

3” meter  

1” meter  

5/8” meters  

88964 2 3 2 3 169 915 939 657 700 7 2 2” meter  

93972 574 438 512 513 439 1374 1048 1092 1245 842 1217 2” meter  

88954 75 80 59 65 267 877 924 630 826 66 56

Location IDJan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec

3” meter  

Accuracy in the Water Balance 



The Big Picture:  Sustainability 

2008 2009 2010 2011 2012 2013 2014 2015 2016 2017 



#48 Enterprise Risk Profile Assessment Factors (Table 10) 

The Big Picture:  Economic Intervention Relevance: Impact on Bond Ratings 
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AWWA M36  
Regulatory Landscape 

No Water Loss Policy 

Basic Water Loss Reporting 

Annual Reporting Using  

AWWA M36 Terminology 

Annual Reporting Using 

AWWA Free Audit Software 

Annual Reporting Using 

AWWA Free Audit Software 

with Validation 



AWWA M36 Methodology 



Validity 

Value 

Volume 

• MG per Year 

• gal/conn/day 

• Leakage Index 

• Annual Cost ($/year) 

• Cost by component 

• Economic Loss Index 
• Water Audit Data Validity Score 

• 95% Confidence Limits 

• Key Data Input Grades 

Measuring Performance: 
The Three Vs 

Water Audit Report for:

Reporting Year:

All volumes to be entered as: MILLION GALLONS (US) PER YEAR

Master Meter Error Adjustments

WATER SUPPLIED Pcnt: Value:

Volume from own sources: 5 1,000.000 MG/Yr 1 MG/Yr

Water imported: MG/Yr MG/Yr

Water exported: 1 100.000 MG/Yr 9 MG/Yr

Enter negative % or value for under-registration

WATER SUPPLIED: 825.000 MG/Yr Enter positive % or value for over-registration
.

AUTHORIZED CONSUMPTION

Billed metered: 8 700.000 MG/Yr

Billed unmetered: 9 50.000 MG/Yr

Unbilled metered: MG/Yr Pcnt: Value:

Unbilled unmetered: 9 10.313 MG/Yr 1.25% MG/Yr24061

AUTHORIZED CONSUMPTION: 760.313 MG/Yr

WATER LOSSES (Water Supplied - Authorized Consumption) 64.688 MG/Yr

Apparent Losses Pcnt: Value:

Unauthorized consumption: 10 3.000 MG/Yr 0.25% MG/Yr

Customer metering inaccuracies: 5 7.071 MG/Yr 1.00% MG/Yr

Systematic data handling errors: 4 5.000 MG/Yr 0.25% MG/Yr

Apparent Losses: 15.071 MG/Yr

Real Losses (Current Annual Real Losses or CARL)

Real Losses = Water Losses - Apparent Losses: 49.617 MG/Yr

WATER LOSSES: 64.688 MG/Yr

NON-REVENUE WATER

NON-REVENUE WATER: 75.000 MG/Yr

= Water Losses + Unbilled Metered + Unbilled Unmetered

SYSTEM DATA

Length of mains: 7 100.0 miles

Number of active AND inactive service connections: 6 1,000

Service connection density: 10 conn./mile main

Yes

Average length of customer service line: ft

Average operating pressure: 6 60.0 psi

COST DATA

Total annual cost of operating water system: 5 $1,000,000 $/Year

Customer retail unit cost (applied to Apparent Losses): 7 $3.50

Variable production cost (applied to Real Losses): 7 $3,000.00 $/Million gallons

 WATER AUDIT DATA VALIDITY SCORE:

 PRIORITY AREAS FOR ATTENTION:

     1: Volume from own sources

     2: Customer metering inaccuracies

     3: Total annual cost of operating water system

 Based on the information provided, audit accuracy can be improved by addressing the following components:

$/1000 gallons (US)

100.000

              <----------- Enter grading in column 'E' and 'J' ---------->

Unauthorized consumption volume entered is greater than the recommended default value

5.000

*** YOUR SCORE IS: 60 out of 100 ***

A weighted scale for the components of consumption and water loss is included in the calculation of the Water Audit Data Validity Score

100.000

3.000

25.000

Average length of customer service line has been set to zero and a data grading score of 10 has been applied

Are customer meters typically located at the curbstop or property line? 

 AWWA Free Water Audit Software:

 Reporting Worksheet

       Default option selected for Unbilled unmetered - a grading of 5 is applied but not displayed

1.000

2013 1/2013 - 12/2013

Northern San Leandro Combined Water Sewer Storm Utility District  (0007900)

?

?

?

?

?

? Click to access definition

?

?

?

?

?

?

Please enter data in the white cells below. Where available, metered values should be used; if metered values are unavailable please estimate a value. Indicate your confidence in the accuracy of 
the input data by grading each component (n/a or 1-10) using the drop-down list to the left of the input cell. Hover the mouse over the cell to obtain a description of the grades

?

?

?

?

?

?

(length of service line, beyond the property 
boundary, that is the responsibility of the utility)

Use buttons to select
percentage of water 

supplied
OR

value

?Click here: 

for help using option 
buttons below

?

?

?

?

+

+ Click to add a comment

WAS v5.0

+

+

+

+

+

+

American Water Works Association.
Copyright © 2014, All Rights Reserved.

?

?

?

+

+

+

+

+

+

+

+

+

+

+

+

+ Use Customer Retail Unit Cost to value real losses

?

To select the correct data grading for each input, determine the highest grade where 
the utility meets or exceeds all criteria for that grade and all grades below it.



Finance 

General Manager 

Operations 

Public Relations Billing 

Customer Metering 

Public Works 

Director 

Team Engagement 





Resources 

www.awwa.org/waterloss  

NAWL 2019  

www.waterrf.org  

Level 1 Water Audit Validation Manual   

www.awwa.org   

M36 Manual 4th Edition 

www.awwa.org/waterlosscontrol   

Free Water Audit Software v5.0 

www.waterrf.org 

Real Loss Component Analysis 

Model  

http://www.awwa.org/waterloss
http://www.waterrf.org/
http://www.awwa.org/
http://www.awwa.org/waterlosscontrol
http://www.waterrf.org/

